SPLIT SYSTEM AIR HANDLING UNIT SCHEDULE AIR DISTRIBUTION DEVICE SCHEDULE |
N DX_COOLING COIL ELECTRIC HEATING SECTION ~
MARK CFM ' ' ' ENT. AIR TEMP | SENSIBLE | TOTAL ENT. AIR TEMP| NO. OF | INPUT REMARKS MAX. MAXIMUM DUCT
>-PWG | FANRLP. | PRASE | REFRIGERANT [ 3 7T =Fyp | BTU/HR | BTU/HR | Fdb STAGES | KW MARK SERVICE aon | LoE | oM | NC. | SP.DROP, | CONN SIZE, |  REMARKS 0 £
AHU-1| 1200 | 030 | 1/2 | 208/1 R—410A 80 | 67 | 24,690 |33,800 70 1 10 | {(DH{(2{3) RATTRG . . - 53
AHU-2 | 1200 | 030 | 12 | 208/1 R—410A 80 | 67 | 24,690 |33:800 70 1 10 | {(){2){3) © SUPPLY 1x6" | SDEWALL | 50 01 8X6 O ol
— ? ” 4 zg
AHU-3 | 1200 | 050 | 1/2 | 208/1 R—410A 80 | 67 | 24,690 |33,800 70 1 10 | {){2){3) @ SUPPLY 1.5X6 | SDEWALL | 90 O 1076 Y '% 25
AHU-4 | 1200 | o050 | 1/2 | 208/1 R—410A 80 | 67 | 24,690 |33,800 70 1 10 | (DH{2){3) ® SUPPLY - 2x6 | SIDEWALL | 50 01 14X6 Y é 2
? ” ! g
AHU-5 | 1200 | 050 | 1/2 | 208/1 R—410A 80 | 67 | 24,690 |33,800 70 1 10 | {(){2){3) ® SUPPLY 2.5%6" | SDEWALL | 50 0-1 16X6 U
AHU-6 | 1200 | o050 | 1/2 | 208/1 R—410A 80 | 67 | 24,690 |33,800 70 1 10 | (D)) ® RETURN - 24x24 | MNORE 50 0.1 o2 @
RETURN - 24x24 | NONE 30 .
AHU-7 | 1200 0.50 1/2 208/1 R—410A 80 67 | 24,690 |33,800 70 1 10 (DH{(2){(3) ® X 0.1 8¢ ® U
RETURN - 24X24 | NONE 30 .
AHU-8 | 1125 | 0.50 1/2 208/1 R—410A 80 67 | 24,690 |33,800 70 1 8 (H{(2){(3) @ 0.1 109 @ Z
- 0.1
AHU=9 | 750 0.35 1/2 208/1 R—410A 80 67 | 17.020 |23.000 70 1 8 (WG RETURN 24X24 | NONE 50 12¢ @ -
AHU—10| 1000 0.35 1/3 208/1 R—410A 80 67 19,240 | 27,800 70 1 8 @@@ ©, RETURN - 12X12 NONE 30 0.1 60 & Q
SUPPLY - 24x24 | 4—WAY 30 .
AHU—11| 1000 0.35 1/3 208/1 R—410A 80 67 | 19,240 |27,800 70 1 8 (H{(){(3) X 0.1 8¢ @ . —
AHU-12| 1200 | 0.35 1/2 208/1 R—410A 80 67 | 24,690 |33,800 70 1 10 | {(){2){3) O SUPPLY - 2Hx2s | ATWAY 30 01 109 2 O — B
AHU—13| 1200 0.35 1/2 208/1 R—410A 80 67 24,690 | 33,800 70 1 10 (DH{2){(3) © SUPPLY — 12x12 |  4-WAY 30 0.1 109 @ E D 2
_ m &
AIR HANDLING UNIT SHALL BE EQUAL TO CARRIER FBA4C & il . > = - @ - 2
) : RETURN - 16x12 | NONE 30 0.1 16X12 ® Z
SIZE REFRIGERANT PIPE PER MANUFACTURER'S RECOMMENDATIONS. REFRIGERANT PIPING SHALL BE TYPE ACR DRAWN COPPER TUBING WITH WROUGHT ® RETURN - 24x12 |  NONE 30 0.1 24X12 ® v N =
COPPER FITTINGS. REFRIGERANT PIPING TO HAVE 3/8” ARMAFLEX INSULATION. PROVIDE VALVES AND SPECIALTIES IN ACCORDANCE WITH EQUIPMENT [, v
MFR.’S RECOMMENDATIONS. RETURN ~ 30x12 | NONE 30 0.1 30X12 ® [, Z =
(3) PROVIDE PROGRAMMABLE THERMOSTAT, AUXILIARY ELECTRIC RESISTANCE HEAT, SINGLE PT. ELECTRICAL CONNECTION, AUXILIARY DRAIN PAN & 1" © RETURN - 8X6 NONE 30 0.1 60 1) o =
' RETURN - 8X6 NONE 30 0.1 8¢ ® = O =
RETURN - 20X12 NONE 30 0.1 18X10 ©, % B
HEAT PUMP UNIT SCHEDULE ) RETURN — | 1ax10 | None 30 0.1 12X12 ® o, <
AMBIENT | COOLING INTEGRATED
MARK | NOMINAL | "Faie ™ | capacy| mca | MIN | “capacmy | MINS | MIN. | VOLTAGE/| - peyaris (D SUPPLY AR GRILLE TO BE LOUVERED FACE EQUAL TO TITUS TMS. = 7
TONNAGE | 8) | (BT.U.H) SEER | ,-» C.O.P.| HSPF | PHASE 'z
(F) T.U. 47°F @ BTUH (@ SECURITY SUPPLY AR GRILLE TO BE EQUAL TO TITUS SGSD SERIES. =§ca
(3 SECRUITY RETURN AR GRILLE TO BE EQUAL TO TITUS SGLFO SERIES.
HP—1 3 105 | 33,800 | 14.1 | 13.5 34,400 372 | 85 | 208/3 | (1)(2) () RETURN AIR GRILLE TO BE EQUAL TO TITUS 50F EGGCRATE. O Q_‘ E~
HP—2 3 105 | 33,800 | 14.1 | 135 | 34,400 372 | 85 | 208/3 | {(1)(2) (& RETURN AIR DEVICE TO BE EQUAL TO SIDEWALL TITUS 350 SERIES. O O ]
- ® RETURN AIR DEVICE TO BE EQUAL TO SIDEWALL TITUS 355 SERIES. 3
HP—3 3 105 | 33,800 | 14.1 | 135 34,400 372 | 85 | 208/3 | (1){2) WITH OPPOSED BLADE DAMPER. :E =
HP—4 3 105 | 33,800 | 14.1 | 13.5| 34,400 372 | 85 | 208/3 | (1){(2) D AR DEVICE TO BE EQUAL TO FLOOR MOUNTED TITUS CT—PP—3 SERIES WITH WIDE = z
HP—5 3 105 | 33,800 | 14.1 [ 135 | 34,400 372 | 85 | 208/3 | (1){(2) FLANGE AND OPPOSED BLADE DAMPER. E ] o
HP—6 3 105 | 33,800 | 14.1 [13.5 34,400 372 | 85 | 208/3 | (1)(2) N U 2
HP—7 3 105 | 33,800 | 14.1 [ 135 34,400 372 | 85 | 208/3 | (1){2) EXHAUST FAN SCHEDULE :Z
HP—8 3 105 | 33,800 | 14.1 | 13.5 34,400 372 | 85 | 208/3 MAX 4
/3 | (O MARK |  SERVICE cfM | song | MOTOR | VOLIS/ | piscriaree | Tvpe REMARKS
HP—9 2 105 | 23,000 | 18.8 | 13.5| 24,000 384 | 85 | 208/1 | (1)(2) RATING o
HP—10 2.5 105 | 27,800 | 17.5 | 140 | 28,600 | 392 | 85 | 208/1 | (1)(2) EF-1 |RR/LKR ROOMS [ 1,210 10.8 1/4 | 120/1 | HORiZ. | INUNE [{(T)INTERLOCK W/LIGHTS
HP—11 2.5 105 | 27,800 | 17.5 |140| 28600 | 3.92 | 85 | 208/1 | {(1){2)
(T) FAN TO BE EQUAL TO GREENHECK SQ—100 WITH DISCONNECT AND MOTORIZED DAMPER.
HP—12 3 105 | 33,800 | 14.1 | 13.5 34,400 372 | 85 | 208/3 | (1){(2)
HP—13 3 105 | 33,800 | 14.1 | 13.5 34,400 372 | 85 | 208/3 (H{(2)

@ HEAT PUMP SHALL BE EQUAL TO CARRIER MODEL J38QRR.

(2) MOUNT UNIT ON SOLID CONCRETE PAD. SIZE REFRIGERANT PIPE PER MANUFACTURER’S REVISIONS:
RECOMMENDATIONS.
COOLING | HEATING
vaRK | SUPPLY | OSA | Seona | Gapacv |HEATING | EER | VOLTAGE/ | meyiarks
AIR-CFM | CFM AMPS PHASE
BTUH BTUH ,
DATE:
TWU-1 260 26 | 8,000 3,850 13.0 |9.6| 115/1 ) AUGUST 28, 2012
DRAWN BY:
(1) PROVIDE DISCONNECT, WALL MOUNTING SLEEVE, ELECTRIC RESISTANCE HEAT, AND
EXTERIOR WATERPROOF LOUVER. UNIT TO BE EQUAL TO FRIEDRICH UE0O8D11 OR SHEET TITLE:

APPROVED EQUAL.
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