revisions
no.
SYMBOL DESCRIPTION SYMBOL DESCRIPTION LIGHTING FIXTURE SCHEDULE
LIGHTING COMMUNICATIONS ID | Description from Style Manufacturer Model Lamp Finish Mounting Remarks
A |FLUORESCENT HIGH BAY | COLUMBIA LIGHTING [LHR4—432—GWST—4EU—F0835 (4) F32WT8 WHITE SUSPENDED
S FLUORESCENT TROFFER \ 4 2—GANG, 3—1/2"D DATA SYS OUTLET BOX WITH 1°C TO CEILING 500K
A (LETTER REFERENCES FIXTURE SCHEDULE) SPACE ABOVE B [FLUORESCENT WRAP COLUMBIA LIGHTING [ #WC232—EU (2) F32WT8 WHITE SURFACE
AROUND 3500°K
) RECESSED DOWNLIGHT " ;
A v 2—GANG, 3—1/2"D OUTLET BOX FOR PROJECTOR (REFER TO DETAIL D [4 WALL MOUNTED COLUMBIA LIGHTING | #SA3—232—EU (2) F32WT8 WHITE WALL MOUNTED
(LETTER REFERENCES FIXTURE SCHEDULE) N SNTENS éWGS) ( FLUORESGENT 5E00'K A
] POLE MOUNTED AREA LIGHT FE |EMERGENCY FLUORESCENT | HUBBELL LIGHTING | #NRG—304BE (1) F42WCFL BRONZE WALL MOUNTED @
< 1-GANG, 3—1/2"D CCTV OUTLET BOX WITH 3/4"C TO ATTIC SPACE WALL PACK 6'—5"
—— FLUORESCENT STRIP G [MH WALL PACK HUBBELL LIGHTING [ #PGM3—250P—18-BZ (1) 250W MH BRONZE WALL PACK
_ e X1[COMBO. EMERGENCY DUAL LITE | #LTURW LED WHITE/RED AS SHOWN ON
YO WALL MOUNTED FIXTURE G) WIRELESS SINGLE—SIDED WALL CLOCK AT 9’0" TO
GENTER (NO OUTLET BOX REG'D) X2 Iéfgg?ixgmsrm DUAL LITE[Lz2D 6V, 10W WHITE WALLPI;AA(;\lUSNTED
=g EMERGENCY LIGHTING UNIT % WIRELESS DOUBLE-SIDED WALL CLOCK AT 9’0" TO :
4p EMERGENCY REMOTE LIGHTING HEAD CENTER (NO OUTLET BOX REQ'D)
® WALL MOUNTED FIXTURE W/ EMERGENCY BALLAST ® INTERCOM CEILING SPEAKER (SEE DIV. 16 SPECS)
o SioN < INTERCOM HORN (SEE DIV. 16 SPECS) GENERAL PROJECT NOTES:
® 1. THE SCOPE OF THE ELECTRICAL WORK FOR THIS PROJECT IS NOT LIMITED TO THE
_ REQUIREMENTS OF ANY ONE DRAWING, ANY PORTION OF THE DRAWINGS, ANY ONE
g‘gggggg) %'-SffgoggxC/’:‘}-'-AEIA;EFSJV'TILO'; /'If.(S:TAT'é- gzlﬁﬁgo’sp/xcs SPECIFICATION DIVISION, OR ANY PORTION OF THE SPECIFICATIONS WHOSE MAIN THEME IS
: ELECTRICAL. THE SCOPE OF THE ELECTRICAL WORK FOR THIS PROJECT CONSISTS OF ALL
ELECTRICAL WORK REQUIRED TO OBTAIN COMPLETE AND OPERATING SYSTEMS AND EQUIPMENT
SERVICE AND DISTRIBUTION INTERCOM MASTER — ADMINISTRATOR DISPLAY PHONE (DESK TOP) AS INDICATED ON OR AS CAN BE REASONABLE INFERRED FROM ALL DRAWINGS AND
SPECIFICATIONS.
- BANELEOARD INTERCOM ADMINISTRATOR PHONE (DESK TOP)
2. REVIEW ALL DRAWINGS AND ADJUST ALL WORK TO CONFORM TO ALL CONDITIONS SHOWN
Ve MOTOR CONNECTION X)Y"C CONDUIT SLEEVE THRU WALL THEREIN. DISCREPANCIES BETWEEN DIFFERENT DRAWINGS, OR BETWEEN DRAWINGS AND
"" DENOTES QUANTITY SPECIFICATIONS OR CODES AND REGULATIONS GOVERNING THE INSTALLATION SHALL BE
my DISCONNECT SWITCH (FUSED AS REQUIRED) "* DENOTES SIZE BROUGHT TO THE ATTENTION OF THE OWNER'S REPRESENTATIVE PRIOR TO THE DATE OF BID |
OPENING. .
S MANUAL MOTOR STARTER SWITCH john pruett
M 3. THE LOCATIONS OF EQUIPMENT, MOTORS, ETC., AS INDICATED ON THE DRAWINGS ARE !
APPROXIMATE ONLY. VERIFY ALL DIMENSIONS WITH THE APPROPRIATE EQUIPMENT INSTALLER architects
FIRE ALARM BEFORE ROUGH—IN. WHERE CONDUIT, WIRING, SERVICE EQUIPMENT, LIGHTS, SWITCHES, OR
OTHER ELECTRICAL EQUIPMENT INTERFERE WITH CONSTRUCTION; REMOVE, RELOCATE AND 1869 madison ave.
REARRANGE SUCH MATERIAL AND EQUIPMENT AS REQUIRED TO MAKE A COMPLETE AND _
BASIC MATERIALS ADDRESSABLE SINGLE—ACTION MANUAL PULL STATION WITH HINGED, SATISFACTORY INSTALLATION. memphis, tn 38104
PROTECTIVE SHIELD AND LOCAL ALARM 5 (901) 721-9062
1 4. PROPERLY SEAL ALL PENETRATIONS THROUGH FIRE AND/OR SMOKE RATED ASSEMBLIES. ALL
N ES@@EHCSS%” vasg é‘UﬁOPgU&N'EEEOESSCEAALE,?UJA'}RVXﬁ"",,,-OR @ ADDRESSABLE SMOKE DETECTOR MATERIAL USED TO SEAL SUCH PENETRATIONS SHALL BE UL LISTED FOR THE INTENDED USE. pruettarchitects@bellsouth.net
: ’ SEE ARCHITECTURAL PLANS FOR LOCATIONS OF ALL RATED ASSEMBLIES. www.pruettarchitects.com
PRESENT AT ARROW HEAD, INDICATES CIRCUIT NUMBER. ANY @ ADDRESSABLE HEAT DETECTOR
ggﬁ%ﬁﬂ %gf#g@%ovg) V;"I';OXVEGS'&AOS,?D[Y&%'% '?ﬁéﬁATESEU’?RAL % ® AODRESSABLE. DUCT_MOUNTED SMOKE DETECTOR 5. RACEWAYS, CABLES, BOXES, AND FITTINGS SHALL BE SECURELY FASTENED TO THE BUILDING
GROUND). SLASH MARKS. IF PRESENT, INDICATE THE FOLLOWING: A g‘&l;%%‘ll;l.{_lﬁ\liié MCEFA!I':IIQG GRIDS AND ASSOCIATED SUPPORT WIRES SHALL NOT BE USED AS
g @ SPRINKLER SYSTEM SOLENOID VALVE +— (D
HOT (ENERGIZED) CONDUCTOR @ AODRESSABLE MODULE FOR SPRINKLER TAMPER SWITCH 6. ALL CONDUIT ELBOWS INSTALLED BELOW GRADE INCLUDING ALL SLAB PENETRATIONS UP TO 6 C
_—+—_ NEUTRAL CONDUCTOR INCHES AFF SHALL BE MADE OF GALVANIZED RIGID STEEL. QO P
|
_—+—~_ GROUND CONDUCTOR @, ADDRESSABLE MODULE FOR SPRINKLER P.LV. TAMPER SWITCH 7. INSTALL SEISMIC SUPPORTS FOR ALL NEW ELECTRICAL SYSTEMS AS REQUIRED BY [2006 IBC, E 0 <t
ASCE 7] AND LOCAL AUTHORITY HAVING JURISDICTION. REFER TO STRUCTURAL DRAWINGS FOR ™
, @ ADDRESSABLE MODULE FOR SPRINKLER FLOW SWITCH SEISMIC™ CLASSIFICATIONS. SECURE THE SERVICES OF AN ENGINEER REGISTERED IN THE STATE + | <
—_—— — WIRE & CONDUIT RUN IN/UNDER FLOOR OR BELOW GRADE OF [MISSISSIPPI] TO PROVIDE CALCULATIONS AND SEALED DRAWINGS OF ALL SEISMIC SUPPORT o0
o CROUND CONDUCTOR ® ADDRESSABLE RELAY/CONTROL MODULE SYSTEMS. REFER TO SPECIFICATION SECTION [16074] [260548]. qv] D_ %)
® ADDRESSABLE PRESSURE MONITOR MODULE 8. THESE DRAWINGS DO NOT INDICATE CONTROL WIRING; HOWEVER, ALL SYSTEMS ARE REQUIRED Q. Z
© JUNCTION BOX ® TO BE FULLY FUNCTIONAL AT THE TIME OF PROJECT COMPLETION. THE CONTRACTOR IS (D) m —
ADDRESSABLE MONITOR MODULE RESPONSIBLE FOR COORDINATING WITH OTHER TRADES REGARDING THE PROCUREMENT AND D _
S SINGLE—POLE, SINGLE—THROW (S.P.S.T.) WALL SWITCH INSTALLATION OF ALL CONTROL WIRING, CONDUIT, AND CONTROL RELATED DEVICES REQUIRED W v
O COMBINATION HORN/STROBE FOR THE PROPER OPERATION OF ALL MECHANICAL, PLUMBING, AND ELECTRICAL SYSTEMS. g
S SINGLE—POLE, SINGLE—THROW (S.P.S.T.) KEYED WALL SWITCH 7p) c
K BKIO>- COMBINATION LOUDSPEAKER /STROBE 9. THESE DRAWINGS ARE DIAGRAMMATIC ONLY AND SHALL NOT BE USED FOR SCALING PURPOSES. = (D Q.
83 SINGLE—POLE, DOUBLE-THROW (S.P.D.T.) WALL SWITCH REFER TO ARCHITECTURAL DRAWINGS FOR ALL SCALES AND DIMENSIONS. J= < -
) STROBE " —
S SINGLE—POLE, DOUBLE—-THROW (S.P.D.T.) KEYED WALL SWITCH e 10. THESE DRAWINGS DO NOT CONSTITUTE SHOP DRAWINGS. THE CONTRACTOR SHALL PREPARE o m &
K FIRE ALARM ANNUNCIATOR SHOP DRAWINGS USING MANUFACTURER'S PUBLISHED DIMENSIONS FOR THE ACTUAL EQUIPMENT ¢ =
S DOUBLE—PQLE, DOUBLE—THROW (D.P.D.T.) WALL SWITCH PURCHASED FOR THIS PROJECT. : O -
4 FIRE ALARM CONTROL PANEL O
S WALL BOX DIMMER SWITCH 11. THE CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING THE LOCATIONS OF ALL ) = ®
D MAGNETIC DOOR HOLDER ELECTRICAL EQUIPMENT WITH EQUIPMENT OF OTHER TRADES. THE CONTRACTOR SHALL REVIEW o
S MULTI-TECHNOLOGY WALL SWITCH OCCUPANCY SENSOR THE CIVIL, STRUCTURAL, MECHANICAL, PLUMBING, FIRE PROTECTION, AND ARCHITECTURAL > N
0S (LEVITON #OSSMT—MDx OR APPROVED EQUAL) DRAWINGS AND DETERMINE AREAS WHERE INTERFERENCE MAY OCCUR. ALL AREAS OF
INTERFERENCE SHALL BE PROMPTLY BROUGHT TO THE ATTENTION OF THE DESIGN +— 7
©d MULTI-TECHNOLOGY GEILING—MOUNTED OGCGUPANCY SENSOR ABBREVIATIONS PROFESSIONAL. : C = b
(LEVITON #OSC20-MOW OR APPROVED EQUAL. FURNISH = 2z =
WITH #0SP20 POWER PACK AND #OSA20 RELAY AS REQ'D.) AB ABOVE BACKSPLASH @) 8
o SINGLE RECEPTACLE IN WALL (NEMA 5—20R) AFF ABOVE FINISHED FLOOR @) C>>
AFG ABOVE FINISHED GRADE E
® DUPLEX RECEPTACLE IN WALL (NEMA 5-20R) AIC AMPERES INTERRUPTING CAPACITY > o) Q
() G.F.l. TYPE DUPLEX RECEPTACLE IN WALL (NEMA 5-20R) ATS AUTOMATIC TRANSFER SWITCH O = 8
CB CIRCUIT BREAKER — = &
® DOUBLE DUPLEX RECEPTACLE IN WALL (NEMA 5—20R) CFL COMPACT FLUORESCENT O
i) CEILING MOUNTED DUPLEX RECEPTACLE (NEMA 5—20R) EDF ELECTRIC DRINKING FOUNTAIN L 0
G GROUND dp) LL|
P SPECIAL PURPOSE RECEPTACLE (AS NOTED) IG ISOLATED GROUND
NF NON—FUSED
NO NORMALLY—OPEN
OCPD OVERCURRENT PROTECTIVE DEVICE
PIV POST INDICATOR VALVE |
RAP REMOTE ANNUNCIATOR PANEL DOCUMENT
RGS RIGID GALVANIZED STEEL SET
SOWB SPACE ONLY WITH BUS
SFCB SUB—FEED CIRCUIT BREAKER
sheet name
sLc SIGNALING LINE CIRCUIT
TR TAMPER RESISTANT
UNO UNLESS NOTED OTHERWISE LEGEND,
WP WEATHERPROOF SCHEDULE
w/ WITH AND NOTES
XFMR TRANSFORMER
3P THREE POLE D
3PH THREE PHASE
4W FOUR WIRE
30/3 30 AMPERE, 3—POLE date
April 29, 2014
NOTE: ALL SYMBOLS MAY NOT BE USED ON THIS PROJECT. ANUP
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