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PANEL A2
VOLTAGE (L—N): 120 ENCLOSURE TYPE: ————
VOLTAGE (L—L): 208 MOUNTING: SURFACE
PHASES, WIRES: 364 W AIC RATING (A): 35000
MINIMUM BUS CAPACITY (A): 200 A NOTES: —
MAIN 0.C. DEVICE (A): 200 A
CKT NO DESCRIPTION e | POLE PHASE LOADS (VA) POLE | Anbe DESCRIPTION CKT NO
1 LIGHTS 20 1 1 20 |UIGHTS 2
3 LIGHTS 20 1 1 20 |LIGHTS 4
5 LIGHTS 20 1 720 1 20 [RECPTACLES 6
7 RECPTACLES 20 1 1 20 |RECPTACLES 8
9 RECPTACLES 20 1 1 20 |RECPTACLES 10
11 |RECPTACLES 20 1 720 1 20 |[RECPTACLES 12
13 |RECPTACLES 20 1 1 20 |RECPTACLES 14
15  |RECPTACLES 20 1 1 20 |RECPTACLES 16
17  |RECPTACLES 20 1 720 1 20  [UH—1 18
19,21  [TWu—1 30 2 2 30 [twu-2 20,22
19,21  [TWU—1 30 2 2 30 [Twu-2 20,22
23 [AHU—1 20 1 1 20 |AHU-2 24
25,27 |cu—1 25 2 2 40 [cu-2 26,28
25,27 |[cu-1 25 2 2 40 [CU-2 26,28
29  [F—1 40 1 1 40 |WATER HEATER 30
31 |SERVICE DOOR —1 20 1 1 20 [SERVICE DOOR -2 32
33  [SERVICE DOOR -3 20 1 1 20 [SERVICE DOOR —4 34
35 [SERVICE DOOR -5 20 1 | 1656 | 1656 | 1 20 [SERVICE DOOR —6 36
37  [SERVICE DOOR -7 20 1 1 20 [SERVICE DOOR -8 38
39  |SERVICE DOOR —9 20 1 1 20 [SERVICE DOOR —10 40
41 [SPARE 40 1 1 20 |SPARE 42
43 [SPARE 20 1 1 20 [SPARE 44
45  [SPARE 20 1 1 20 [SPARE 46
47  |SPARE 20 1 1 20 [SPARE 48
49  |SPARE 20 1 1 20 [SPARE 50
51  [SPARE 20 1 1 20 [SPARE 52
53  |SPARE 20 1 1 20 |SPARE 54
CONNECTED LOAD PHASE TOTALS (VA)
22395 | 19238 | 16370
CONNECTED LOAD DEMAND LOAD 59.8 KVA
(KVA) DEMAND FACTOR DEMAND LOAD (KVA) SPARE CAPACITY 12.3KVA
Cooling 8.6 1.00 8.6 SPARE CAPACITY 34.1AMPS
Cooling and Heating 8.0 1.00 8.0 SPARE CAPACITY 17 %
Heating 2.8 1.00 2.8 PHASE BALANCE
Lighting 6.9 1.25 8.6 A TO B 86 %
Motors 16.3 1,00 16.3 BTOC 85%
Motors (Largest) 1.7 1.25 2.1 CTOA 73%
Receptacles (0 — 10 KVA) 10.0 1.00 10.0
Receptacles (Over 10 KVA) 0.8 0.50 0.4
Water Heating 3.0 1.00 3.0
TOTAL: 58.0 59.8
LOAD (AMPS): 161.0 165.9
PHOTOCELL INSTALLED BY
®/_ ELECTRICAL CONTRACTOR AND
SHALL BE FACING DUE NORTH
OAD ANALYSIS:
EXISTING METER #31GSW 73807
30A/10P/EH/NC COIL
EXISTING LOAD: 31.8KW (1.25) = 40KW LIGHTING  CONTACTOR
NEW PANEL "A2" LOAD: 59.8KW C
TOTAL DEMAND: 40KW + 59.8KW = 99.8KW
= 277A/¢ @ 208/3/60 ®
TVSS
PANEL "A2’
oM KEY NOTES:
(1) LOCATE TVSS AS CLOSE TO ASSOCIATED PANEL AS POSSIBLE.
INSTALL WIRING TO TVSS AS RECOMMENDED BY MANUFACTURER.
WIRING SHALL NOT EXCEED 12INCH IN LENGTH.
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