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PROJECT SUMMARY

BID PACKAGE #1 - 140 ADAMS - COURTHOUSE

BID PACKAGE #2 - 201 POPLAR - CRIMINAL JUSTICE CENTER

BID PACKAGE #3 - ADDITIONAL BUILDING AUTOMATION MONITORING



DEMOLITION LEGEND

DEMOLITION KEYNOTES
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D1.1

MECHANICAL  LEVEL
EQUIPMENT RM ML-03
DEMOLITION PLAN

MECHANICAL LEVEL EQUIPMENT RM ML-03 DEMOLITION PLAN



GENERAL PIPING NOTES:

MECHANICAL LEGEND

MECHANICAL KEYNOTES
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M1.1

MECHANICAL  LEVEL
EQUIPMENT RM ML-03
MECHANICAL

MECHANICAL LEVEL EQUIPMENT RM ML-03 MECHANICAL PIPING PLAN

PIPING PLAN
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M1.2

MECHANICAL  LEVEL
EQUIPMENT RM ML-03
MECHANICAL BOILER

MECHANICAL LEVEL EQUIPMENT RM ML-03 MECHANICAL BOILER VENTING PLAN

VENTING PLAN



1 2 3 4 5 6

D

E

C

B

A

654321

A

B

C

E

D

M1.3

LOWER LEVEL
EQUIPMENT RM LL-07
& FIRST FLOOR

LOWER LEVEL EQUIPMENT RM LL-07 MECHANICAL PLAN
N

FIRST FLOOR MECHANICAL PLAN
N

LOWER LEVEL WEOP RM MECHANICAL PLAN
N

MECHANICAL PLANS



M1.4

SIXTH FLOOR
EQUIPMENT RM 6-01
MECHANICAL PLAN
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SIXTH FLOOR MECHANICAL EQUIPMENT RM 6-01 MECHANICAL PLAN
N



M1.5

THIRTEENTH FLOOR
EQUIPMENT RM 13-01
MECHANICAL PLAN
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THIRTEENTH FLOOR EQUIPMENT RM 13-01 MECHANICAL PLAN
N



HEATING WATER SYSTEM PIPING SCHEMATIC

M2.1

HEATING WATER 

PIPING SCHEMATIC
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HEATING WATER BOILER SCHEDULE

PLATE AND FRAME HEAT EXCHANGER SCHEDULE

CENTRIFUGAL PUMP SCHEDULE

VARIABLE FREQUENCY DRIVE SCHEDULE

MEDIUM PRESSURE GAS REGULATOR SCHEDULE

M3.1

SCHEDULES
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UNIT HEATER COIL PIPING DETAIL BOILER VENT PIPING DETAIL

MEDIUM PRESSURE REGULATOR DETAIL

STEAM PIPE TRAPPING DETAIL

TYPICAL BOILER

PLATE AND FRAME HEAT EXCHANGER

FLOOR MOUNTED PIPE SUPPORT IN-LINE CIRCULATING PUMP
M4.1

DETAILS
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PRESSURE GAUGE

THERMOMETER PIPE HANGAR SUPPORT DETAILS - 4" AND LARGER PIPE

PIPE HANGER SUPPORT DETAILS - 3" AND SMALLER PIPE

DIFFERENTIAL PRESSURE SENSOR

SHOT FEEDER PIPING

EQUIPMENT PAD VERTICAL SPLIT COUPLED INLINE PUMP

M4.2

DETAILS
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TAG

GENERAL NOTES 

LIGHT FIXTURE SCHEDULE
MANUFACTURER

MODEL #
DESCRIPTION REMARKS

ELECTRICAL KEYNOTES

LEGEND

E1.1

MECHANICAL LEVEL
EQUIPMENT RM ML-03
ELECTRICAL PLAN
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MECHANICAL LEVEL EQUIPMENT RM ML-03 ELECTRICAL PLAN



E1.2

LOWER LEVEL
EQUIPMENT RM LL-07
ELECTRICAL PLAN

LOWER LEVEL EQUIPMENT RM LL-07 ELECTRICAL PLAN
N
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LOAD SUMMARY - 480V/3PH/3W

MCC5

LOAD

NEW PNL MLB1

TOTAL (KVA)

63.08

TOTAL (KW)

50.46

ONE LINE DIAGRAM

PANEL :MLB1

NOTE

PH

A

B

C

SCHEDULE NOTES:

208/120VAC,3PH,4W  

SQUARE "D" NQOD, BOLT-ON C/B'S

CKT 

1

3

5

7

9

11

13

15

17

19

21

23

25

27

29

31

33

35

37

39

41

A

1922

1922

1922

1321

1321

1321

"

9729

TOTAL VOLT AMP

20634

B

1922

1922

1922

1321

1321

1321

"

9729

20634

C

1922

1922

1922

1321

1321

1321

1176

10905

21810

LOAD

BOILER B3

BOILER B5

BOILER B7

BP3

BP5

BP7

SPARE

"

CP3

VA SUBTOTAL

400A BUS, 250A MCB

SECTION 1

C/B

25/3

"

"

25/3

"

"

25/3

"

"

20/3

"

"

20/3

"

"

20/3

"

"

20/1

20/1

20/1

% OF MAX

95

95

100

C/B

25/3

"

"

25/3

"

"

25/3

"

"

20/3

"

"

20/3

"

"

20/3

"

"

20/1

20/1

20/1

LOAD

BOILER B4

BOILER B6

BOILER B8

BP4

BP6

BP8

CP4

CP5

CP6

VA SUBTOTAL

MAX AMPS

TOTAL KVA

A

1922

1922

1922

1321

1321

1321

1176

10905

=

B

1922

1922

1922

1321

1321

1321

1176

10905

182

63.1

SURFACE

C

1922

1922

1922

1321

1321

1321

1176

10905

AMPS

KVA

CKT 

2

4

6

8

10

12

14

16

18

20

22

24

26

28

30

32

34

36

38

40

42

NOTE

FEEDER SCHEDULE

TAG

x = B = Branch

x = S = Service

n =

C/B OR FUSE

 AMPACITY

CIRCUIT

TYPE

CONDUCTORS

PHASE/ NEUTRAL

#CONDUCTORS

(PHASE/NEUTRAL)

GROUND

BRANCH

# GROUND

CONDUCTORS

SERVICE

# GROUND

CONDUCTORS

CONDUIT SIZES

EMT/RMC

CONDUIT SIZES

SCH40/SCH80 PVC

LOAD SUMMARY - 480V/3PH/3W

MCC7

LOAD

HWP11

HWP12

HWP13

TOTAL (KVA)

28.3

28.3

28.3

TOTAL (KW)

22.64

22.64

22.64

VFD / PANEL SUPPORT STANDFLOOR MOUNTED TRANSFORMER STAND
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E2.1

DETAILS
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