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STMBOL DESCRIFTION MARK DESCRIPTION MANUFACTURER LAMP FINISH MOUNTING REMARKS
LIGHTING SURFACE MOUNTED KENALL 40W SURFACE OF CANOPY | SECURE FIXTURE PER
p | LED CANOPY FIXTURE ﬁgE;§£L1chgWDv 5000°K WHITE MANUFACTURER'S RECOMMENDATIONS GENERAL LIGHTING NOTES:
_<>_ INCANDESCENT, FLUORESCENT OR H.I.D. LIGHTING FIXTURE 9500 LED 1. INSTALL EXPANSION FITTINGS AT ALL EXPANSIO_N JOINTS.
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(LETTER REFERENCES FIXTURE SCHEDULE)
WALL MOUNTED LIGHTING FIXTURE

SERVICE AND DISTRIBUTION

DISTRIBUTION PANEL

BRANCH CIRCUIT PANEL
TRANSFORMER

BASIC MATERIALS

BRANCH CIRCUIT WIRE & CONDUIT RUN CONCEALED IN WALL OR ABOVE
CEILING, HOME RUN TO PANELBOARD.
HEAD, INDICATES CIRCUIT NUMBER.

(HOT, NEUTRAL & GROUND).
FOLLOWING:

_—t—~_ HOT (ENERGIZED) CONDUCTOR

/‘F\ NEUTRAL CONDUCTOR
/{\ GROUND CONDUCTOR

SLASH MARKS,

WIRE & CONDUIT RUN EXPOSED
WIRE & CONDUIT RUN IN/UNDER FLOOR OR BELOW GRADE

WIRE & CONDUIT TURNED UP

A NUMERAL, IF PRESENT AT ARROW
ANY BRANCH CIRCUIT SHOWN WITHOUT
SLASH MARKS INDICATES A CONDUIT CONTAINING (3) #12 AWG CONDUCTORS
IF PRESENT, INDICATE THE

NOTE 1:
NOTE 2:

ALL SYMBOLS MAY NOT BE USED ON THIS PROJECT.
SYMBOLS FOR SECURITY AND COMMUNICATIONS EQUIPMENT REPRESENT

ELECTRICAL ROUGH—INS ONLY. INSTALL (1)—3/4°C FROM EACH ROUGH-—IN TO
NEAREST ACCESSIBLE CEILING SPACE UNLESS NOTED OTHERWISE.

2. RECESS JUNCTION BOX FOR EACH FIXTURE IN CANOPY PANEL. COORDINATE W/MANUFACTURER.

KEY NOTES:

HUBBELL LIGHTING CX SERIES RELAY PANEL #CX—04—2-S—04—-2N—N. FURNISH AND INSTALL (1)
#LUXSTATLSO PHOTOCELL , (1) #LVSM1PL MASTER CONTROL SWITCH, AND ALL NECESSARY HARDWARE
AND ACCESSORIES REQUIRED FOR A FULLY FUNCTIONING SYSTEM.
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